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Res?fxndent Keck In REG?{J{?\F_&T‘Y; mcﬁ{’?“%
Facility Name: Keck Inc. ARG CLERk

Location: 320 SW 9" Swreer, Des Moines |, A 50309

On September 23, 2003, an autharized representative of
the Umted Spates Enviroumental Protection Agency (EPA}
conducted an inspection 10 determine compliance with thé
Onl Pollution Prevention (SPCC) relglulanons promulgated at
40 CTR Part 112 under Section 3 H) of the Cleart Water
Act (33 US.C. § 1321()) (the Act), and found that
Respondent had vidlated régulalions ung’lementmﬂ Secrion
311{y of the Act by failing 16 comply with the rggu ations as
noled on’ the aitached” Spill Prevention oniral and
Countermeasure Ins;])ecnon indings, Alleged Violations,
and Proposed Pepalty Form (Form), which is hereby
incurporated by refercnce,

This proceeding and the Expedited Sertlement are under the

SRR 2 e Admn o SR by S
1) of the Act, S.C 4132 i),
as amendecs b% ﬂ%c Oil Pollution Act of 1990, anc? ﬁ}ﬁ éﬂ% §9

22.1393) and J.ISQ)), published a1 64 Fed. Reg. 40137 an
July 23, 1999 The parnes enter into this. Expedited
Settlement in order to settle the civil viclatons described in
the Form for a pepally of $1,300.00. This settlement s
subject 1o the following terms ang conditions:

EPA finds that Respondent is subiect 1o the SPCC
regulations, which are published at 40 Ci:R_ Par1 112, and has
vialated the regularions as further described in rthe Form.
Regpondent adimuts that he/she 1s subject 1o 40 CFR Part 112
and that EPA has jurisdiction over Respondent and
Respondent’scanduct 2s descnibed in the Form. Respondent
does not contest the Inspecrion Findings, and waives aqay
objections 1t may have 10 EPA‘sidmsdlctmn. Reilpandent
consents 1o the assessment of the penalty stated ahove.
Respondent certifies, subject to civil” and crimipal
gena!ues for making 3 falie submission to the United

tates Government, that the violations have been

corrected and Respondent has sent 2 certified check ip

the amount of $1,400.00 payable to the “Oil Spill
Liability Trust Fund,” to: pay P

“Regional Hearing Clerk, Office of Regio;lal ounsel,
U.S.gEn vironmental Protection Agency, 901 N, 5 Syreet,

usas City, Kansas 66101". Respondent has noted on
the peaalty payment check “CWA-07-2004-0018” the
docl}&]et number of this case.

(Do Not Make Check Out te Regional Hearing Clerk)

DOCKET NQ: CWA-07-2004-001 8

This Expedited Senlement resalves Respondent’s liabilit
for Federal civil gena_ltws for the VlOlaSIELJOI'lS of the SPC&
regulations described i the Form, However, EPA doesnor
WalVE any rights 10 take any enforcement action for any
other past, present, or future violations hy Respondent ofthe
SPCC regulations or of any other federal stature or
regulations. By its first signature, EPA ranfies the

J};specu’on Findings and Alleged Violations ser farth in the
ofm.

Uﬁon signing wnd remning this Expedited Serlement 1o
FPA, Respondent waives the apponiunity for a hearing or
a%peal pursuant 10 Section 311 of the Act, and consents 10
BPA’s approval ofthe Expedited Seitlement without further
notice.

This Expedited Settlement is binding on the parties siging
below, and is effective upon the Regmonal Judicial Officer's
signature.

APPROVED BY EPA: _
L r -4‘// {: ’/ I
ﬁ}%ggﬁ{%ﬁ/é I é[L Date: %/-7/2 ch ﬁz

i i ';.l raine g L0
Division \fZa4.eoKIandorria 4,7 ﬁ&fﬁtéﬁm@
ALTN

APPROVED BY RESPONDENT:

Name (print): V\/\c\\rk 3. Vlz\eqe\/‘
Title (print) ?YQM'& eud - Kte.‘c Iué.

Sxmrme:jmwﬁq'/ A/L%r% '@M’-Q};k

[T IS SO ORDERED:

o

{5t

Robert L Pamck
Regienal Judicial Officer
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-
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Spill Prevention Control and Countermeasure Inspection
Findings, Alleged Violations, and Proposed Penalty Form

{Note: Do not use this form if there 1s no secondary containment)

These Findings, Alleged Violations and Penalties are 1ssued by EPA Region 7 under the authority vested in the

Sl

Adminisirator of EPA by Section 21 (b)(6)B)(1) of the Clean Water Act, as amended by the Gil Pollution Act of 1990

Company Name Docket Number: CWA
Keck O [7 -fz G104 |-f0|0|1]s8
Facility Name Date
Kecl, Inc. ‘ September 23, 2003
Address inspection, Nunier
320 SW 99 Street —J : ] ‘ ‘ _i |
Ciry, Inspector’s Name:
[ Des Maonnes ] ' Jeff Weatherford
Suate: Zip Caode: EPA Approving Official: .
'EA || 50309 j l&obcrt .Tack.son
Fanility Contact; Enforcement Contacts:
TW Mark Mevyer, Presidant ’ Bob Webber Phone Number: {913)351-7251
Alan Mancock  Phone Nungber: (9131551-7647 |

Summary of Findings
{Bulk Storage Facilities)
GENERAL TOPICS: 112.3(d), (e); 112.5(a), (b), (c); 112.7 (b), (c), (d)

(When the SPCC Plan revisw penalty exceeds $1,000.00 enter only the maximum allowable of $1,000.00.)

No Spill Prevention Control and Countermeasure Plan
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D .................................. 51,
[] Plan rot certified by a professional engineer .................... ... ... ..
L] No anagement approval of plan ..o
[] Plan not available for review e P e S
[ ] Plannot maintained on site (applies if facility 1s manned at least sight (8) hours per day) ..........
[ ] No evidence of three-year revie\-)v of plan by ownerfoperator ............ ... .. ... . ... ..
[] No plan amendment(s) if the facility has had a change in: design, construction, operation,

or maintenance which affects the facility’s discharge potential ....... .. ... ... .. .
D Amendment(s) not certified by a professional engineer ................... ... ... . ..
B Inadequate or no prediction of equipment failure which could result in discharges ,...... ..., ... ..
Plan does not discuss appropriate contamment/diversicnary structures/equipment ... ... .., . .. ...

(00.00
300.00
300.00
300.00
100.00




Cleimng msiallation of appropriate contamnment/diversionary structures is impractical but;

]
[]

No confingency pian

No written commitmant of manpower, equipment, and materials

Wiritten Procedures and Inspection Records 112.7(e)(8)

L

Inspections required by 40 CFR Part 112 are not in accordance with writien
procedures developed for the facility

Writlen procedures and a record of inspections are not signad by facility SUPEIVISOT ... . . .. ... ..

Vriilen procedurss and a record of inspections are not made part of the pian

Writen procedures and a record of inspections are not maintained for three vears .. ... . ... ... ..

- Personnel Training and Spill Prevention Procedures 112.7(e)10)

............. Ui

=0.00
CE00

L4000

Lo U

Ne training on the operation and maintenance of equipment to preveni discharges
No training on the applicabie laws, rules, and regulations
No designated person responsible for spill prevention
Spili prevention briefings are not scheduled and conducted periodically

Plan has madequate or no discussion of personnel training and spill prevention procedures

FACILITY DRAINAGE, ONSHORE (excluding Production Facilities) 112.7{eX1)

FOC O O

Valves used to drain ciked areas are not of manual, open-and-closed design
(note: flapper-type valves should not be used)

Pumps or gjectors not manually activated when diked storage areas drained

Drainage from undiked areas not into ponds, lagoons, or catchment basins,

or no diversion systems to return spilisto the facility. . ... ... oo

Plan has inadequale or no discussion of facility drainage ... ............... ... ... ...

BULK STORAGE TANKS (excluding Production Facilities) 112.7(e)(2}

........ 200.00
ce 05000

oo 0O

Material and construction of tanks not compatible to the material stored and the conditions

of storage such as pressure and tCMpPErature ... ... . e

Secondary containment appears to be grossly inadequate
Materials of constructjon are not sufficiently impervious
Excessive vegetation which affects the integrity of the containment system

Walls of containment system are slightly eroded or have low areas
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........ 300.00
........ 500.00
....... 250.00
........ 1400.00
........ 200.00




When drainage from diked areas is to a storm drain, open water course, or lake or pond:

[ ] Buypass valve not pomallysealedelosed .. 300.00
Runoff rain water not mspected and/or wiil cause a harmful discharge as defined in 40 CFR110 ... 300.00
Bypass valve is not opened and resealed under tesponsible supervision ... . .. 100,00
Adequate records of drainage events are not matemed .o 30.00
Underground tanks are nat protected from corrosion or are not subjected to regular bpressure testing. . 100.07
Partaliv buried tanks do not have buried sections protected from comvosion. ... 100.06

Aboveground tanks not subject to periodic ntegrity testing, such ag visual, hvdrostaiic, and

penesstetivemethods. ete. LT R N B e vdrostatie. ang 30000

Quiside of 1ank not frequently observed for signs of deterioration, leaks which m; ght
cause 2 spill, or accumulation of oi} inside diled area. . e 300.00

Steam return /exhaust of mternal heating coils which discharge 1nto an open water course
not montiored, passed through a setiling tank, skimmer, or other separation system. ..., .. . . 100.00

Records of inspections of aboveground tanks are not maintamed ... .. .. C 5000

- Tanks are not "fail-safe™ engineered:

No high-level pump cutoff devices set to stop flow at a predetermined tank content level, or ... 300.00
No direct communications between tank gauger and pumping station, or 300.00

No fast response system for determining liquid levels, such ag computers, telepulse or
dirsctvxslongauges...‘....“.....‘.‘.........‘.......,.,.‘.‘....‘......‘..‘........300.00

No testing of liguid level sensing devices 1o ChSuIe properoperation ........... . ... . . 50.00
g g P

Disposal facilities which discharge plant effluents direcily to navigable waters are not monitored
frequently to detect oil spills T T e et montion DI 100.00

Visible oi leaks resulting in accumulations of oil in diked areas are not promptly correcied 300.00

Mobile or portable storage tanks are not positioned to prevent spilled o1l from reachin g
navigable water, or are in area subjectto flooding. ... T T TS 100.00

L]
r

L]

[]

[

L]

]

]

]

[ ] Noaudible or visual high liquid level alarm, or 300,00
[

]

X1

]

[

(]

L]

L]

Secondary containment inadequate for mobile or portable storage tanks . 500.00

L

Plan has inadequate or no discussion of bulk sloragetanks ... . 50.00

FACILITY TRANSFER OPERATIONS, PUMPING, AND IN-PLANT PROCESSES, ONSHORE
(excluding Production Facilities) 112.7(e)(3)

[7] Buried piping not corrosion protected with protective wrapping, coating, or cathodic protection. ... . 100.00
[ 1 Corrective action not taken on buried piping when corrosion damage found ., ... .. . .. 300.00
[] Temnminal connections at transfer points on not-in-service or standby pipelines are not

capped or blank-flanged and marked as to omgin ... 50.00
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[

C
Il
M
[]

Pipe supports are not properly designed to minimize abrasion and corrosion,

and allow for expansion and COBTACHON. . ... ..o\ B 1 EX 014
Aboveground valves and pipelines are not inspected regularly . ... .. 200,00
Feriodic pressure testing of the valves and pipelines is not conducted . .. ... ... . .. e 20000
Vehicle wraffic not warnped verbally or by appropriate signs of aboveground piping. . . . . . N RSN L

Plan has imadequate or no discussion of facility transfer operations, pumping, and m-plant processas. AL

FACILITY TANK CAR AND TANK TRUCK LOADING/UNLOADING RACK. ONSHORE 112.7(¢)(4}

Inadesquate secondary containment. and/or rack dranage doss not flow to

catchment basin, freatment system, or quick drainage svstem. 3001

Comuainment system does not hold at least the maximun: capacity of

the largest single compartment of anv tank car or tank truck. .. .0 A0 4

There 1s no nterlocked warning light. physical barrier system, or warning signs Lo prevent

velicuiar departure before complete disconnect from transfer lines. .. .. ... ... ... ... ... .. .. .. 20003

There 13 no mspection of lowermost drains and ail outiets prior 1o filling and departure

ofanytank carortank truck. .. ... 100,
[[] Plar has inadequate or no discussion of facility tank car and tank truck loading/unloading rack. ... ... 30.00
SECURITY {excluding Production Facilities) 112.7(e)(9)
] Facility not fully fenced and entrance gates are not locked and/or

guarded when plant is unattended or not in production. .. ................. .. 100.00
[x] Master flow and drain vaives that permit direct outward fiow of tank’s contents to the surface

are not secured 1n closed position when in a non-operating or standby status. .. ... ..... ... ... . ... 200,00
[ ] Starter controls on pumps are not locked in the “off” position or located at a site accessible

only to authorized personne! when pumps are not in a non-operating or standby status. ... . ... ... . 3000
[] Loading and uniocading connection(s) of pipelines are not capped or blank-flanged when not in service. 50.00
[ 1 Faciiity lighting not commensurate with the type and location of facility to faciiitate the di scovery

of spills during hours of darkness and to deter vandalism. ............. .. .. .. . ... ... 106.00
[ ] Plan has inadequate or no discussion of facility security ... ... e DABDD

TOTAL  §1400.00
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IN THE MATTER OF Keck Oil, Respondent
Docket No. CWA-07-2004-0018

CERTIFICATE OF SERVICE

I certify that the foregoing Expedited SPCC Settlement Agreement was sent this day in
the following manner to the addressees:

Copy hand delivered to
Attorney for Complainant;

Kristina Kemp

Assistant Regional Counsel

Region VII

United States Environmental Protection Agency
901 N. 5™ Street

Kansas City, Kansas 66101

Copy by Certified Mail Return Receipt to:

Keck Oil
329 SW Ninth Street
Des Moines, lowa 50309

Copy by First Class Mail to:

US. Coast Guard
Finance Center (OGR)
1430A Kristina Way
Chesapeake, VA 23326

Dated: 2/ HO 5‘:
- Athufsenoe—

Kathy Robir¥on
Regional Hearing Clerk






